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An Initial Life Safety Code Certification and State
Licensure Survey for a new facility with 72
certified Comprehensive beds was conducted by
the Indiana State Department of Health in
accordance with 42 CFR 483.70(a).

Survey Date: 04/21/15

Facility Number: 013444
Provider Number: 013444
AIM Number: NA

At this Initial Life Safety Code and Environmental
survey, the portion of Wellbrooke of Carmel
which will be certified, the first floor, was found in
compliance with Requirements for Participation in
Medicare/Medicaid, 42 CFR Subpart 483.70(a),
Life Safety From Fire and the 2000 Edition of the
National Fire Protection Association (NFPA) 101,
Life Safety Code (LSC), Chapter 18, New Health
Care Occupancies and with 410 IAC 16.2-3.1-19,
Environment and Physical Standards of the
Indiana Health Facilities Rules for
Comprehensive Care Facilities.

This two story facility was determined to be of
Type V (111) construction and fully sprinklered. A
2-hour fire wall is provided to divide the facility
into two separate buildings. Each separate
building is subdivided into two smoke
compartments. Separation between the first floor
healthcare occupancy and the second floor
residential occupancy is provided by a 2-hour
horizontal floor/ceiling assembly and fire barriers.
The rated floor/ceiling system is supported by
2-hour rated construction. The facility has a fire
alarm system with smoke detection in the corridor
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and in all areas open to the corridor. The facility
has smoke detectors hard wired to the fire alarm
system installed in all resident sleeping rooms.
The facility has a capacity of 72 Comprehensive
beds and had a census of 0 at the time of this
visit.

All areas where the residents have customary
access were sprinklered. All areas providing
facility services were sprinklered.

FORM CMS-2567(02-99) Previous Versions Obsolete Event ID: 7AIW21 Facility ID: 013444 If continuation sheet Page 2 of 2



